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LAGUNA WATER OOH ACCREDITED 

TESTING LABO RA TORY 

LAGUNA AAA WATER CORPORATION 

OPERATIONS DEPARTMENT 

LABORATORY SERVICES 

SAMPLES FROM SOURCE AND CONSUMER'S TAPS - PROVINCE OF LAGUNA 
A MANILA WATER: ACCREDITATION NO.�---------------------------------------------� 

PHIUPP1NE VENlURES COMPANY 04A-010-16-LW-2 

CITY/MUNICIPALITY : BINAN MONTH: MAY YEAR : 2017 

DOH ACCREDIATION NO : 04A-010-16-LW-2 VALIDITY : December 31, 2018 DOCUMENT NO : 17WQM-05-BIN 

SAMPLE LOCATION PHYSICAL/CHEMICAL QUALITY MICROBIOLOGICAL QUALITY 

DATE ***Res. 
2 

Turbidity
3 

HPC
6 Coliforms/100 mL

7 

Chlorine 
1 Color 

pH
4 5 NO ADDRESS TYPE COLLECTED Taste/Odor 

TOTAL 
Escherichia 

mg/L ACU NTU CFU/mL coli 

BRGY. BINAN 

1 Laguna Well Field 1 s 16-May 0.56 - 0.02 6.95 10 ABSENCE ABSENCE 

2 Pump 6, Santo! St., Phase 4C, San Jose Village I s 2-May 0.43 - 0.02 7.06 - - ABSENCE ABSENCE 

3 Guardhouse Entrance, Phase 4C, San Jose Village I D 2-May 0.40 - 0.02 6.39 - < 1 ABSENCE ABSENCE 

4 Clubhouse, Phase 38, San Jose Village I D 2-May 0.40 - 0.02 6.93 < 1 ABSENCE ABSENCE 

5 Pump 11, Phase 5, San Jose Village II s 2-May < 0.20 - 0.02 7.00 - - ABSENCE ABSENCE 

6 Clubhouse, Phase 5, San Jose Village II D 2-May 0.42 - 0.02 7.02 - < 1 ABSENCE ABSENCE 

7 Pump 7, San Jose Village Ill s 2-May 0.25 - 0.02 6.93 - - ABSENCE ABSENCE 

8 Clubhouse, Phase 6, San Jose Village Ill D 2-May 0.84 - 0.02 6.87 - 59 ABSENCE ABSENCE 

BRGY. CANLALAY 

9 #124 A. Bonifacio St. D 18-May < 0.20 - 1.85 7.76 - ABSENCE ABSENCE 

10 Golden City Canlalay Clubhouse D 18-May 0.34 - 0.02 7.77 - - ABSENCE ABSENCE 

BRGY. DELA PAZ 

11 Almeda s 18-May 0.73 - 0.02 7.78 - - ABSENCE ABSENCE 

12 Barangay Hall D 18-May 0.77 - 0.02 7.82 - - ABSENCE ABSENCE 

BRGY. HALANG 

13 9999 WP Metroville Complex s 18-May 0.96 <2 0.02 7.43 **unobjectionable - ABSENCE ABSENCE 

14 Clubhouse, Metroville Complex D 18-May 2.07 - 0.02 7.62 - ABSENCE ABSENCE 

BRGY. LANGKIWA 

15 Block 33 Lot 22 Phase 2, Southville Langkiwa D 16-May 0.50 - 0.02 6.8 - - ABSENCE ABSENCE 

16 Block 65 Lot 1 Phase 1, Southville Langkiwa D 25-May 0.75 - 0.61 6.94 - ABSENCE ABSENCE 

17 Block 20 Lot 7 Phase 3, Southville Langkiwa D 16-May 0.46 - 0.14 7.08 9 ABSENCE ABSENCE 

18 Block 21 Lot 4 Phase 2, Southville Langkiwa D 25-May 0.81 - 0.14 7.03 - 420 ABSENCE ABSENCE 

19 Block 18 Lot 11 Phase 4, Southville Langkiwa D 16-May 0.45 - 0.02 7.27 - - ABSENCE ABSENCE 

20 Block 31 Lot 27, Phase 3, Southville Langkiwa D 16-May 0.51 - 0.02 6.93 - - ABSENCE ABSENCE 

BRGY. LOMA 

21 Water Pump, Celina Mansion Subdivision s 16-May < 0.20 - 0.02 7.06 - - ABSENCE ABSENCE 

22 Block 2 Lot 6, Celina Mansion Subdivision D 16-May < 0.20 - 0.02 6.92 - 210 ABSENCE ABSENCE 
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OPERATIONS DEPARTMENT 

LABORATORY SERVICES 

SAMPLES FROM SOURCE AND CONSUMER'S TAPS - PROVINCE OF LAGUNA 
A MANILA WATEi:l 

PHILIPPINE VENTURES COMPANY 

ACCREDITATION NO.'------------------------------------------------------------' 

04A-010-16-LW-2 

CITY/MUNICIPALITY : PAGSANJAN MONTH: MAY YEAR: 2017 

DOH ACCREDIATION NO : 04A-010-16-LW-2 VALIDITY : December 31, 2018 DOCUMENT NO : 17WQM-05-PAG 

SAMPLE LOCATION PHYSICAL/CHEMICAL QUALITY MICROBIOLOGICAL QUALITY 

DATE ***Res. 
2 

Turbidity
3 

HPC
6 Coliforms/100 mL

7 

Color 
pH

4 5 NO ADDRESS TYPE COLLECTED Chlorine Taste/Odor 
TOTAL 

mg/L ACU NTU CFU/mL 

BRGY. SABANG 

1 Purok 6, Moresco Ville 2 s 22-May 0.75 <2 0.02 7.73 *unobjectionable - ABSENCE

2 Reservoir, Moresco Ville 2 s 22-May 0.72 - 0.02 7.60 - - ABSENCE 

TOTAL SAMPLES ANALYZED 2 PNSDW LIMIT 0.30 - 1.50 10 (max) 5 (max) 6.5 - 8.5 unobjectionable <500 ABSENCE 

REMARKS: Samples analyzed as submitted 
LEGEND: ACU - Apparent Color Unit, NTU -Nephelometric Turbidity Unit, HPC - Heterotrophic Plate Count, ***-onsite testing,* - unobjectionable - slightly chlorinous, ** - unobjectionable - chlorinous, S - Source, D - Distribution 

DETECTION LIMIT: Residual Chlorine= 0.20 mg/L, Color= 2.5 ACU, Turbidity= 0.02 NTU 

METHODS USED: 1DPD Colorimetric, 2Visual Comparison-Platinum/Cobalt, 3Nephelometric, 4Electrometric, 5Sensory, 6Pour Plate, 'Enzyme Substrate (Colilert®-18) 

ANALYZED BY: 

� 
J�MARAVILLA 

Chemist 

PRC License No. 0012740 
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Laboratory Services Manager 

PRC License No. 0054161 

Escherichia 

coli 

ABSENCE 

ABSENCE 

ABSENCE 

This report may not be reproduced in part or in full and may not be used for advertisement or litigation purposes without permission from Laguna AAAWater Corporation. This report is certified to have passed the Laguna AAAWater Corporation Quality 
Control procedures for reporting results of analysis. 
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